CONSTRUCTION DETAILS

A.  INSTALL 20 FT. STEEL BREAKAWAY PEDESTAL POLE WITH SIDE FIRE DETECTUORS
AND MOUNTING EQUIPMENT AS DETAILED ON DWG. NO. 17T5-06b. C(INSTALL Z2-3 [N,
SCHEDULE 80, 90 DEGREE RIGID PVC CONDUIT BENDS IN PEDESTAL BASE).

B. INSTALL BASE MOUNTED NEMA 332 BEQUIPMENT CABINET, CONTRUL AND
DISTRIBUTION EQUIPMENT AND SIDE FIRE DETECTOR CONTROL EQUIPMENT
AS DETATLED ON DWG. NO. 1T75-03. '

C. INSTALL HANDHOLE. AS DETAILED ON DWG. NO. [75-04.

0. PROPOSED COMMUNICATIONS SERVICE PROVIDED FROM BG&E POLE #55%1670.

INSTALL ONE 3 IN. SCHEDULE 80 RIGID PVC CONDUIT BETWEEN COMMUNICATIONS
FEDESTAL AND UTILITY POLE FOR PROPOSED COMMUNTICATIONS SERVICE. TRENCHED.
EXTEND CONDUIT TCQ 2 FT. ABOVE GRADRE AT BASE OF UTILITY POLE.

E. INSTALL 3 IN. SCHEDULE 80 RIGID PVC CONDUIT FOR PROPOSED UNDERGROUND
ELECTRICAL SERVICE AND 3 IN. SCHEDULL BO RIGID PVC CONDULT WITH 3-PAIR 22
A.w.G. SHIELDED COPPER CABLE FOR PROPOSED COMMUNICATIONS SERVICE IN COMMON
TRENCH. SEE ONE-LINE ELECTRICAL DIAGRAM FOR CABLE INSTALLATION.

“o  INSTALL 4 IN. SCHEDULE 80 RIGID PVC CONDUIT FOR PROPOSED UNDERGROUND
ELECTRICAL SERVICE AND 4 IN. SCHEDULE 80 RIGID PVC CONDUIT WITH 5-PAIR 22
A.W.G. SHIELDED COPPER CABLE FOR PROPOSED COMMUNICATIONS SERVICE IN CUMMON
TRENCH DURING ROADWAY CONSTRUCTION. PRICR TO FINAL OVERLAY. SEE ONE-LINE
ELECTRICAL DIAGRAM FOR CABLE INSTALLATION,

G. INSTALL 3 IN. SCHEDRDULE 80 RIGID PVC CONDUIT FOR PROPOSED UNDERGROUND
ELECTRICAL SERVICE. TRENCHED.

H.  INSTALL 4 IN. SCHEDULE 80 RIGID PVC CONDUIT WITH 5-PAIR 22 A.W.G. SHIELDED

COPPER CABLE FOR PROPOSED COMMUNICATIONS SERVICE. TRENCHED, DURING ROADWAY

AND STDEWALK CONSTRUCTION. PRIOR TO FINAL OVERLAY.

SEE DWG. NO. SP-05% FOR METERED SERVICE PEDESTAL AND CONDUIT INSTALLATION.

INSTALL ONE 3 IN. SCHEDULE 80 RIGID PVC CONDUIT, TRENCHED. WITH VEHICLE

DETECTOR LEAD-IN CABLE.

INSTALL COMMUNICATIONS SERVICE PEDESTAL.

INSTALL 3 IN. SCHEDULE 80 RIGID PVC CONDUILIT WITH 5-FPAIR 22 A.W.G.

SHIELDED COPPER CABLE FOR PROPOSED COMMUNICATIONS SERVICE. TRENCHED.
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